Abstract: Time interval and time length are two important indexes when analyzing the active output data of photovoltaic (PV) power stations. When the time interval is constant, the length of time is too small, and the included information is less, resulting in a lack and distortion of information; it the length of time is too large, the included information is redundant and complicated, resulting in unnecessary increases of storage capacity and calculation. Therefore, it is important to determine the appropriate length of data for the analysis of PV output data. In this paper, firstly, the output data of a PV power station is analyzed statistically, and the preliminary conclusions for time length selection are obtained by autocorrelation analysis. Based on the weather characteristics, clustering analysis methods and statistical principles are used to analyze the data and optimal sample capacity estimation, respectively, for different types of photovoltaic output data and determine the required data time length at the time of analyzing the PV power plant output data, the relationship between energy storage capacity demand and data length is investigated, the rationality of the length of the selected time is verified. Meanwhile, the energy storage system capacity configuration based on the optimal data time length is given. The results show that the requirement of data volume of energy storage system capacity configuration can be met when the time length of the PV output data is 23 days.
Introduction
Photovoltaic (PV) power generation as a clean and rich renewable energy source has attracted the attention of scholars at home and abroad [1] [2] [3] . At present, the research on PV power generation is becoming more and more mature, mainly in the areas of power prediction [4, 5] , optimal control [6, 7] , and energy storage system capacity optimization [8] [9] [10] [11] [12] for PV power stations. The essence of the above questions is the excavation and analysis of the information contained in the PV output data. A large number of data is stored in PV power plant databases. When analyzing PV output data, we need to consider the degree of density of the data collection and the amount collected, that is, the data interval and time length. Data volume is equal to the ratio of time length to time interval. In the joint application occasion of energy storage and renewable energy power generation and under the premise of not harming to the characteristics of the system, choosing the sampling time length scientifically and then recording the power output trajectory of intermittent power supply, is the foundation to grasp the system characteristics accurately and optimized the utilization. In this paper, we analyze in depth the power output data of a PV power plant, quantify the length of time and analyze and verify the result in the storage power station. The method can provide the most effective collection of time data under the condition of maximum economic cost savings, which has engineering practicality.
It can be seen that the overall length of data decreases and the overall data volume reduces linearly when the acquisition time interval is constant, but this easily leads to a shortage of the overall sample, the uncertainty increases, and the information is incomplete. When the overall data length increases, the amount of data rises, and the completeness of the sample uncertainty is enhanced, but this will produce redundancy, resulting in repetitive research and calculation. At present, studies on the overall length of time data have achieved some advances at home and abroad.
In [13] , through the analysis of the sample information entropy change trend of the PV output power, a sampling span calibration method for the PV power output based on information entropy theory is proposed based on space characteristics. The simulation results show that the sampling span takes 33 days, which can satisfy the need for accuracy of the required energy storage system data to realize the smooth control of the PV output power. In [14] , information entropy is used to measure the smoothness of the data and a selection method for the training sample length based on information entropy is proposed. Appropriate training samples were selected, and the data length was reduced, saving learning time and meanwhile the accuracy of the forecast results is improved. In [15] , the length of the sample used in modeling the parametric model is discussed, analyzing the differences between different sample numbers used in the modeling. It is considered that the number of model samples has no significant effect on the estimation of model parameters, especially, when the sample length is short, which will have a great influence and must be carefully considered when modeling. In [16] , a method for estimating the required sample length under the given analytical precision conditions by using the mean square value of variance coefficient curve equation is presented. Using this method, a mathematical model of the mean square deviation coefficient can be established with a finite but sufficient amount of test data to derive the necessary sample length with the required accuracy. In [17] , a decision tree analysis is carried out by considering the function form of the model based on the Fisher information approximation method and the three competing models. In [18] , the Monte Carlo process is used to propose a sample size and size spatial correlation function and reduce the data of spatial statistics by describing the matrix and elliptical contours and using the maximum likelihood method. In [19] , the effects of different sampling strategies and sample size on the results of the study are investigated during the analysis of the relationship between trees and topography. In [20] , a model predictive control scheme is assessed and its performance studied and compared to a thermostat with the aim of minimizing the cooling energy consumption through the minimization of the energy cost while satisfying the adequate temperature range for the human comfort. In [21] , a model-based predictive control approach is proposed for home cooling and heating systems. Its effectiveness is compared to conventional thermostat control by providing simulations covering 24 h in a household. In [22] , introduce a new consumption reduction method in some residential loads via the implementation of model predictive control. In [23] , the impact of model predictive control on energy savings of residential households is determined. The value and impact of power generated by local power sources, such as roof-top-solar, will be determined during off-peak, mid-peak and on-peak, providing simulations during 24 h in a house. In [24] , the research theme is focused on the relation between model predictive control weighting adjustment and the minimization of energy consumption. In general, at present the time length of the data samples used in different researches is different, and there is no definite theoretical guidance and method to base the selection. The means that analyses of the influence of the change of the time length of the collection sample on the system modeling are also limited to make repetitive horizontal contrasts between the time series of the different sample time lengths, without mining the characteristics of the time series, which lack qualitative or quantitative analysis. In this paper, based on the characteristics of the PV power time series, a quantitative analyzed standard of the sampling time length on the energy storage capacity sensitivity is given.
Since the study of the total length of data for renewable energy output data is not mature, this paper analyzes the capacity optimization problem of energy storage system arranged in a PV power plant as an example. Many of the studies select the total data length as one day [9] or one year [10] [11] [12] and inevitably must reconsider and calculate the data of many similar characteristic days. In this paper, we use the autocorrelation analysis to initially determine the suitable time length of the sample to meet the requirements of the data volume of the PV power plant. Then we use cluster analysis to analyze the fluctuations of the PV power data under five typical weather conditions. Finally, by using the most suitable sample estimation method under typical weather conditions we determine an optimal sampling time length that satisfies the data volume analysis requirements. This paper aims at PV output data of 45 s [25] and 60 s [13] interval to perform the analysis and determine the mathematical statistics. Given a method for determining the time length, then then analyze and verify it through investigating the relationship between the length of PV and the energy storage capacity of a PV power plant.
Analysis of the Output Characteristics of Photovoltaic Power Stations

Output Power Level Statistics
The output of PV power plants depends on natural conditions such as the light intensity and ambient temperature. It is helpful for the dispatching department to arrange the power generation plan reasonably to master the distribution regulation of PV power generation in time and place. Therefore, the datamining analysis of the PV power plant operation data should first focus on the output power level of the plant. Taking some PV power plants with installed capacities of 40, 25 and 14 MW as examples (the data comes from the Zhangjiakou wind-photovoltaic-storage project of the State Grid Corporation in Hebei Province, China), we use the quantitative analysis method to analyze the time and place distribution of the PV power plant output data during 1 year. The output level of the PV plant is defined as the percentage of installed capacity, as shown in Table 1 . Table 1 . The definition of the output level of the PV plant.
Output Level Definition
High output The output level is higher than 60% of the installed capacity Medium output
The output level is between 30% and 60% of the installed capacity Low output
The output level is lower than 30% of the installed capacity
According to this definition, we do a statistical analysis of the percentage of the high, medium and low output operating times and find the proportion of them accounting for total output time in that month of the PV power station. Then we calculate the output level distribution figure of each month of the PV power station, which is shown in Figure 1 .
It can be seen from the figure that the proportion of the three high, medium and low output levels in each month are approximately the same, but is not exactly, and the proportion of medium output accounting for the proportion of each month is about half, while the high output and low output account for a low proportion. This is consistent with the statistical outcome of the weather and illumination conditions in this area. This completes the macroscopic understanding of the power output level of the PV power station. 
Output Data Autocorrelation Analysis
The time series (or dynamic numerical sequence) refers to a numerical sequence which arranges values of the same statistical indicators in accordance with the time order. Analyzing the time series can predict the future data based on historical data and help recognize the overall characteristics of this numerical sequence. The PV output data is regarded as a random time series. When analyzing the random time series, it is necessary to evaluate the correlation between the data of any moment and the historical data in order to discover the implicit laws and periodicity in the sequence. These characteristics can be obtained by analyzing the autocorrelation characteristics of the sequence.
The basis of autocorrelation analysis is the correlation coefficient in statistics, which is calculated as follows:
Here, cov(•) expresses covariance and var(•) expresses variance. The correlation coefficient describes the consistency of the numerical variation trends among different sequences. The greater the absolute value of the correlation coefficient is, the stronger the change correlation between the sequences becomes.
When a time sequence is moved under time displacements to get another sequence, the correlation coefficient between the two sequences is also called the autocorrelation coefficient. The autocorrelation coefficient describes the consistency of change between the current data and the data before the moment Δt, and Δt is the time displacements. Do a correlation analysis of PV output data through calculating autocorrelation coefficients, as shown in Figure 2 . 
When a time sequence is moved under time displacements to get another sequence, the correlation coefficient between the two sequences is also called the autocorrelation coefficient. The autocorrelation coefficient describes the consistency of change between the current data and the data before the moment ∆t, and ∆t is the time displacements. Do a correlation analysis of PV output data through calculating autocorrelation coefficients, as shown in Figure 2 . Figure 2a shows that with the change of length of time, the autocorrelation coefficient presents a decreasing and oscillating trend and the oscillation cycle is 24 h, which shows that if we use 24 h as the PV output period, the output will have an obvious and regular changing trend, so taking one-day data as the basic unit to determine the time length of data is reasonable. From the view of Figure 2b , with the time length increasing, the oscillation amplitude of the autocorrelation coefficient is decreasing and the oscillation center is approaching the 0 point. After more than 2400 h (100 days), the autocorrelation coefficient maximum value of PV sequence drops below 0.3 [26] [27] [28] , Thus, we can think that correlation between the PV output at any time and PV output historical data changes before 100 days is weak, and its influence is very small. Therefore, in the three PV power plant Figure 2a shows that with the change of length of time, the autocorrelation coefficient presents a decreasing and oscillating trend and the oscillation cycle is 24 h, which shows that if we use 24 h as the PV output period, the output will have an obvious and regular changing trend, so taking one-day data as the basic unit to determine the time length of data is reasonable. From the view of Figure 2b , with the time length increasing, the oscillation amplitude of the autocorrelation coefficient is decreasing and the oscillation center is approaching the 0 point. After more than 2400 h (100 days), the autocorrelation coefficient maximum value of PV sequence drops below 0.3 [26] [27] [28] , Thus, we can think that correlation between the PV output at any time and PV output historical data changes before 100 days is weak, Energies 2017, 10, 1616 6 of 15 and its influence is very small. Therefore, in the three PV power plant capacity scenarios, it is concluded that we should take 100 days as a time length sample to analyze the PV output data.
The Clustering Analysis of Similar Day of Operation Data of the PV Power Station
After comparing between the operation data output level of the PV power plant and the weather conditions, and further analyzing the data, we note that a high output level corresponds to sunny days, a low output level corresponds to rainy days, while the output level has three kinds of weather conditions: clear turning to cloudy, cloudy turning to clear and cloudy. The analysis of the output level of operation data of the PV power plant describes the generating capacity of the power station, but it cannot describe the fluctuating distribution conditions of the PV power plant output. The power generation and fluctuation of PV output are strongly related to the weather conditions and the analysis of operation data of a PV power station should take into account both the output level and the fluctuations. Typical output under different weather conditions is shown in Figure 3 . capacity scenarios, it is concluded that we should take 100 days as a time length sample to analyze the PV output data.
After comparing between the operation data output level of the PV power plant and the weather conditions, and further analyzing the data, we note that a high output level corresponds to sunny days, a low output level corresponds to rainy days, while the output level has three kinds of weather conditions: clear turning to cloudy, cloudy turning to clear and cloudy. The analysis of the output level of operation data of the PV power plant describes the generating capacity of the power station, but it cannot describe the fluctuating distribution conditions of the PV power plant output. The power generation and fluctuation of PV output are strongly related to the weather conditions and the analysis of operation data of a PV power station should take into account both the output level and the fluctuations. Typical output under different weather conditions is shown in Figure 3 . The PV output curve exhibits different shapes as the weather changes. The photovoltaic output of the same weather type contains similar information. Doing clustering analysis on the PV data with the same weather type, we select weather characteristic parameters like the solar radiation intensity, radiation time and air temperature, etc. as the clustering index of the PV output, that is, the daily feature vector:
: maximum solar radiation intensity value, morning average value, afternoon average value of day i; The PV output curve exhibits different shapes as the weather changes. The photovoltaic output of the same weather type contains similar information. Doing clustering analysis on the PV data with the same weather type, we select weather characteristic parameters like the solar radiation intensity, radiation time and air temperature, etc. as the clustering index of the PV output, that is, the daily feature vector: We use the Euclidean distance to describe the overall difference of various meteorological factors between any two days:
where k is the sequence number of the eigenvector; m is the number of eigenvectors.
According to the conclusion of Section 2.2, we select 100-days PV data as the time length to do the clustering analysis and divide the data into five categories: (1) sunny day, (2) clear turning to cloudy, (3) cloudy turning to clear, (4) rainy, (5) cloudy. The clustering effect is shown in Figure 4 .
We use the Euclidean distance to describe the overall difference of various meteorological factors between any two days:
According to the conclusion of Section 2.2, we select 100-days PV data as the time length to do the clustering analysis and divide the data into five categories: (1) sunny day, (2) clear turning to cloudy, (3) cloudy turning to clear, (4) rainy, (5) cloudy. The clustering effect is shown in Figure 4 . As can be seen from Figure 4 , the output conditions of PV power plants and the weather conditions are strongly related. The output curve of the PV power plant of the same weather type is similar, that is, the fluctuation is similar to the output level. As sunny days may also have clouds blocking the sunlight, the output curve of category 1~category 3 in the sunny days will also have slight fluctuations. The differences between category 4 (rainy) and category 5 (cloudy) are that the solar irradiance is very small throughout a rainy day, so the output amplitude is very small; clouds is affected by the cloud movement, the sun is sometimes present, and sometimes disappears, so the amplitude of the output curve is greater than on rainy days and the fluctuation is more intense.
Based on the Optimal Sample Capacity Estimate to Determine the Length of Time
According to the conclusions obtained from the autocorrelation analysis, we take the one-day output curve of a PV power plant capacity as the sample unit and take one day as the step length to gradually increase the sample capacity. With the increase of the output day sample of the PV power plant, the different typical output characteristic days are becoming more and more complete, the amount of obtained information is more and more, the amount of data will also have a certain amount of redundancy. The key to the rational choice of data time length is not only to include the different output characteristics of the power station, but also to screen out the unnecessary redundant information, which requires research on the characteristics of the daily output data of the photovoltaic power plant. As can be seen from Figure 4 , the output conditions of PV power plants and the weather conditions are strongly related. The output curve of the PV power plant of the same weather type is similar, that is, the fluctuation is similar to the output level. As sunny days may also have clouds blocking the sunlight, the output curve of category 1~category 3 in the sunny days will also have slight fluctuations. The differences between category 4 (rainy) and category 5 (cloudy) are that the solar irradiance is very small throughout a rainy day, so the output amplitude is very small; clouds is affected by the cloud movement, the sun is sometimes present, and sometimes disappears, so the amplitude of the output curve is greater than on rainy days and the fluctuation is more intense.
According to the conclusions obtained from the autocorrelation analysis, we take the one-day output curve of a PV power plant capacity as the sample unit and take one day as the step length to gradually increase the sample capacity. With the increase of the output day sample of the PV power plant, the different typical output characteristic days are becoming more and more complete, the amount of obtained information is more and more, the amount of data will also have a certain amount of redundancy. The key to the rational choice of data time length is not only to include the Energies 2017, 10, 1616 8 of 15 different output characteristics of the power station, but also to screen out the unnecessary redundant information, which requires research on the characteristics of the daily output data of the photovoltaic power plant.
The characteristics of daily output data of a PV power plant reflect the acute degree of fluctuation and size of power generation. In order to show the characteristics of any one-day output data of a PV power plant, we definite a daily output characterization coefficient B i as:
In the formula, P ij is the power value of the jth sample point of Day i, and N is the number of every day total sampling points. The purpose of selecting the time length of the operation data of the PV plant is to find the most suitable sample capacity which can reflect the data characteristics, which in essence can abstract it as an optimal sample capacity estimation problem. According to the principle of probability and statistics, when doing an organization sample survey, the size of the sampling error directly affects the representative size of the sample index and the necessary sample unit number is an important factor to ensure the sampling error no more than the given range. Therefore, in the sampling design, it is necessary to determine the appropriate number of sample units, because the appropriate number of sample units is the basic premise to ensure the sample indicators are fully representative. In order to determine the time length of the operation data of the PV plant, we do an optimum sample size estimation on the daily output characterization coefficient under these five weather conditions: (1) sunny day, (2) clear turning to cloudy, (3) cloudy turning to clear, (4) rainy, (5) cloudy. The sum of the sample capacity estimation of all categories is the time length of the data.
The reason of doing optimal sample capacity estimation is that with regard to a large system state space, if we do consequence analysis on all the system state in order to get accurate results, it often lead to the calculation process into a "calculation of disaster". Therefore, it is necessary to choose a random sample in the system state space and take the extracted sample on behalf of the overall level. The more the extracted samples are, the more comprehensive the feedback information is. However, in practical applications, the number of sampling points n cannot be too large, otherwise the calculation is too large, so we should allow errors ε 0 based on the actual conditions and choose the value of n reasonably.
Set (B 1 , B 2 , B 3 , ..., B n ) is a sample from B. E(B) = u, D(B) = σ 2 By the central limit theorem, for real numbers t α , there are:
It can be seen that when the number of sampling points n is sufficiently large, N (0, 1) . Thus, for a given confidence level α, there are:
t α is the bilateral quantile of the standard normal distribution and can be found by searching for the standard normal distribution table.
Setting ε 0 as the allowable absolute error upper limit, in order to make the sampling error more reasonable, should have:
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Comparing these two formulas, there are: ε 0 = t α · σ/ √ n. ε is relative accuracy, ε 0 = ε · u. So the size of the optimal sample is:
When the confidence level is 95%, t 0.05 = 1.96 the overall mean value u can be estimated from the sample mean − x. In the statistical principle, it is noted that s 2 (s is the standard deviation of the sample) is the unbiased estimate of σ 2 , so σ can be substituted for s.
The relative accuracy [29] [30] [31] is set by the researcher, and this section uses 0.15, 0.2, 0.25, and 0.3, respectively. The optimum sample capacity estimation under different allowable error accuracy values is shown in Figure 5 .
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Comparing these two formulas, there are:
. So the size of the optimal sample is: Figure 5 . As can be seen from Figure 5 , as the allowable error accuracy becomes smaller, the optimal sample capacity estimation of every weather category is increased and the overall data time length increases. After doing cluster analysis on the PV output data, when the allowable error accuracy is fixed, we make a random selection successively on the data of Table 2 . As can be seen from Figure 5 , as the allowable error accuracy becomes smaller, the optimal sample capacity estimation of every weather category is increased and the overall data time length increases. After doing cluster analysis on the PV output data, when the allowable error accuracy is fixed, we make a random selection successively on the data of X i (i = 1, 2, 3, 4, 5) days from the five weather categories Table 2 . 
The Influence of the Time Length on the Capacity Configuration of the Energy Storage System
Smooth Control Principle of the First-Order Low-Pass Filter for Energy Storage Systems
The first-order low-pass filter (as shown in Figure 6 ) is used to smooth the fluctuation of the PV output power and the relationship between the energy storage capacity and the acquisition time internal of the data is analyzed.
The first-order low-pass filter (as shown in Figure 6 ) is used to smooth the fluctuation of the PV output power and the relationship between the energy storage capacity and the acquisition time internal of the data is analyzed. The output of energy storage systems b P is obtained by Equation (9):
where s P is the output power of the PV module collected by the controller and out P is the power of PV connected to grid smoothed by the first-order low-pass filter. The required capacity of energy storage systems E is calculated by Equation (10):
The Influence of the Sampling Time Length on the Capacity Configuration of Energy Storage Systems
Suppose the acquisition time internal of the PV output power is 60 s and 45 s, the sampling time length accumulates successively from the first day, and the capacity configuration results of the PV power station under different sampling time length are as shown in Figures 7 and 8 . The output of energy storage systems P b is obtained by Equation (9):
where P s is the output power of the PV module collected by the controller and P out is the power of PV connected to grid smoothed by the first-order low-pass filter. The required capacity of energy storage systems E is calculated by Equation (10):
Suppose the acquisition time internal of the PV output power is 60 s and 45 s, the sampling time length accumulates successively from the first day, and the capacity configuration results of the PV power station under different sampling time length are as shown in Figures 7 and 8.   Energies 2017, 10, 1616 10 of 15
Smooth Control Principle of the First-Order Low-Pass Filter for Energy Storage Systems
The Influence of the Sampling Time Length on the Capacity Configuration of Energy Storage Systems
Suppose the acquisition time internal of the PV output power is 60 s and 45 s, the sampling time length accumulates successively from the first day, and the capacity configuration results of the PV power station under different sampling time length are as shown in Figures 7 and 8 . It can be seen from Figures 7 and 8 , that the required capacity and maximum instantaneous power of energy storage systems gradually increase before the sampling time length takes 30 days and remain stable after the sampling time length takes 30 days, after which it no longer continues to increase.
For the sake of generality, a total of 100 consecutive reorderings are made for successive output days and the number of days in the 300 samples to achieve the required maximum power and capacity after each reordering is recorded. The frequency distribution histogram and the normal distribution fit curve are shown in Figure 9 . From the fitting effect in Figure 9 , when the output data time length of the PV power station is 21-25 days, the frequency of maximum power demand quantity is the most, that is, when we use the 21-25 days as the sample days, it is most probable to get the power of required energy storage system. When we use 23-26 days as the sample days, the frequency of occurrence of maximum capacity demand is the biggest, that is, when using 23-26 days as the sample days, it is most probable to get the required capacity of the energy storage system. Combining this with the conclusion of Section 2.4, when the allowable error accuracy is 0.3, the data time length is 23 days. Note that Figure 8 is the distribution statistics for 100 time random rankings. Therefore, the data length of PV data can be determined as 23 days, that is, randomly selecting the data 2, 3, 4, 6, 8 days from five weather types: sunny day, clear turning to cloudy, cloudy turning to clear, rainy and cloudy. It can be seen from Figures 7 and 8 , that the required capacity and maximum instantaneous power of energy storage systems gradually increase before the sampling time length takes 30 days and remain stable after the sampling time length takes 30 days, after which it no longer continues to increase.
For the sake of generality, a total of 100 consecutive reorderings are made for successive output days and the number of days in the 300 samples to achieve the required maximum power and capacity after each reordering is recorded. The frequency distribution histogram and the normal distribution fit curve are shown in Figure 9 . It can be seen from Figures 7 and 8 , that the required capacity and maximum instantaneous power of energy storage systems gradually increase before the sampling time length takes 30 days and remain stable after the sampling time length takes 30 days, after which it no longer continues to increase.
For the sake of generality, a total of 100 consecutive reorderings are made for successive output days and the number of days in the 300 samples to achieve the required maximum power and capacity after each reordering is recorded. The frequency distribution histogram and the normal distribution fit curve are shown in Figure 9 . From the fitting effect in Figure 9 , when the output data time length of the PV power station is 21-25 days, the frequency of maximum power demand quantity is the most, that is, when we use the 21-25 days as the sample days, it is most probable to get the power of required energy storage system. When we use 23-26 days as the sample days, the frequency of occurrence of maximum capacity demand is the biggest, that is, when using 23-26 days as the sample days, it is most probable to get the required capacity of the energy storage system. Combining this with the conclusion of Section 2.4, when the allowable error accuracy is 0.3, the data time length is 23 days. Note that Figure 8 is the distribution statistics for 100 time random rankings. Therefore, the data length of PV data can be determined as 23 days, that is, randomly selecting the data 2, 3, 4, 6, 8 days from five weather types: sunny day, clear turning to cloudy, cloudy turning to clear, rainy and cloudy. From the fitting effect in Figure 9 , when the output data time length of the PV power station is 21-25 days, the frequency of maximum power demand quantity is the most, that is, when we use the 21-25 days as the sample days, it is most probable to get the power of required energy storage system. When we use 23-26 days as the sample days, the frequency of occurrence of maximum capacity demand is the biggest, that is, when using 23-26 days as the sample days, it is most probable to get the required capacity of the energy storage system. Combining this with the conclusion of Section 2.4, when the allowable error accuracy is 0.3, the data time length is 23 days. Note that Figure 8 is the distribution statistics for 100 time random rankings. Therefore, the data length of PV data can be determined as 23 days, that is, randomly selecting the data 2, 3, 4, 6, 8 days from five weather types: sunny day, clear turning to cloudy, cloudy turning to clear, rainy and cloudy.
Comparison and Analysis of Capacity Configuration of the Energy Storage System
Configure Capacity based on One-Year Historical Data
Under application scenarios of stabilizing the power fluctuation of a PV power station, we take a PV power plant with an installed capacity of 40 MW as an example and record the PV power data for a time length of 360 days and the 360-day charge and discharge power of the energy storage system. Then we calculate the required energy storage capacity of the jth day:
where Cap(j) is the installed energy storage capacity of jth day (j = 1, 2, ..., 360), and P ji is the charge/discharge power value at moment i of jth day, ∆t is the sampling interval and 1 ∼ m 1 , m 2 ∼ m 3 , m j ∼ m n is data sampling moment of the energy storage uninterrupted charge/discharge. We define the capacity demand satisfaction rate as a probability that storage system capacity value can meet the system capacity requirements:
where X is the daily energy storage system capacity requirement, P is the probability of satisfying the capacity requirement and x is the maximum demand capacity under the capacity demand satisfaction rate P.
The relationship between the different storage capacity and the capacity demand satisfaction rate can be obtained from the cumulative distribution function (CDF) curve of Cap (j), as shown in Figure 10 . Under application scenarios of stabilizing the power fluctuation of a PV power station, we take a PV power plant with an installed capacity of 40 MW as an example and record the PV power data for a time length of 360 days and the 360-day charge and discharge power of the energy storage system. Then we calculate the required energy storage capacity of the jth day: ) , max( ) ( is data sampling moment of the energy storage uninterrupted charge/discharge.
We define the capacity demand satisfaction rate as a probability that storage system capacity value can meet the system capacity requirements:
The relationship between the different storage capacity and the capacity demand satisfaction rate can be obtained from the cumulative distribution function (CDF) curve of Cap (j), as shown in Figure 10 . 
Configure Energy Storage Capacity Based on the Time Length Conclusion of PV Output Data
Aiming at a certain PV power plant with an installed capacity of 40 MW, bringing the power data which corresponds to the date time length determined in Section 2 into Equations (11)- (13) , according to the calculation method in Section 4.1, when the capacity requirement satisfaction rate is 95%, the storage capacity is 4.4523 MW·h, which represent a 95% probability to meet the daily capacity requirements of the energy storage system, approaching the one-year configured energy storage capacity. Based on the same calculation method, when the installed capacity is 14 MW and 25 MW, we can obtain the corresponding storage capacities, as shown in Table 3 . 
Conclusions
In this paper, firstly, a statistical analysis of the output data of a PV power plant is carried out and the periodic characteristics of the output data of the PV power plant are obtained by autocorrelation analysis. Seven kinds of characteristic weather parameters are selected to do cluster analysis on the PV output data and the total capacity space is decomposed into the capacity subspace of these five weather categories. Based on the statistical principle, the optimal sample capacity estimation of the PV output data under different weather categories is done. The required data time length at the time of analyzing PV output data of a PV plant whose time interval is 45 s and 60 s is determined, the relationship between the energy storage capacity and the data time length is investigated, the rationality of the length of the selected time is verified, meanwhile the capacity configuration of the energy storage system based on the optimal data time length is presented. The results show that when the time length of the PV output data is 23 days, it can meet the requirements of the data volume requirement to configure the storage capacity.
